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a  b  s  t  r  a  c  t

A  simple  and  novel  methodology  for  the  configuration  of  robust  and  distinct  load  signatures  is  presented
in  this  paper.  A technique  based  on  a spectral  analysis  of  the current  waveform  of  each  load  is  proposed,
leading  to  load  signatures  consisting  of  three  distinct  spectral  coefficients.  Data  required  for  each  load
signature  come  from  only  one  period  of the  current  waveform,  under  a sampling  frequency  at  the  order
of kHz.  A  simple  identification  algorithm  has  also  been  developed  in  order  to  estimate  the  signatures
adequacy.  Each  appliance  has  been  measured  and  classified  as  an individual  load,  using  a simple  identifi-
ILM algorithms
oad identification
mart grids
V measurements
ppliance categorization

cation  procedure.  Data  obtained  from  two different  measurement  sets  show  that  the proposed  technique
provides  unique  data  formations  for  each  appliance  tested  by developing  an  efficient  recognition  pro-
cedure  with  high  levels  of  identification  rate.  Due  to  the  simplicity  of  both  the  database  configuration
and  the  identification  procedure,  the  proposed  methodology  could  be considered  appropriate  for  online
monitoring  and  real time  smart  grid applications.
. Introduction

The implementation of Smart grid applications has been evolv-
ng to a necessity during the last decade, mainly due to the
ransition of the way distribution networks (DNs) are managed
rom the traditional conventional way to a more sophisticated and
ntelligent one. The dynamic behavior of the DNs is enhanced by
he penetration of distribution generation (DG) [1] and by a large
umber of automation applications [2–4] for the so called real
ime operation of the network. Within this context, smart home
pplications are becoming quite representative small-scale imple-
entations toward a more efficient management of the network

oads. Such applications are based on online monitoring and control
f the low voltage (LV) loads and offer the successful operational
tatus identification of each LV load.

The core of these applications is their capability to develop
ppropriate data forms describing the behavior of each load in a
nique and representative way. Traditionally, the latter has been

ddressed either by installing sensors on every appliance or an
ntermediate monitoring system in order to record its operation [5].
his intrusive load monitoring method is considered inconvenient,
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due to its high cost for large scale implementations. A more simple
methodology, namely the non-intrusive load monitoring (NILM),
has been proposed at the early 1990s [6]. NILM has the advantage
of requiring only a single power meter installed at the main feeding
panel of each premise, in order to monitor and identify the loads.
Although this approach leads also to lower implementation cost, its
prime challenge so far consists in the way  the load identification is
provided efficiently from aggregated signals. NILM algorithms rely
on the utilization of the electrical and functional characteristics of
the loads in order to create distinct and robust data fingerprints,
called from so on load signatures (LS). The higher the uniqueness
of these LSs, the easier the identification procedure. This led to a lot
of relevant research during the last decade [7–11], since LSs consti-
tute the key for successful load recognition. New load identification
methods based on the NILM approach have been also proposed
[12–16]. In these approaches, several load features such as active
and reactive power, harmonic distortion, transient behavior, and
even voltage distortion have been used in order to create a unique
LS.

In this work, a novel analysis regarding the development of dis-
tinct LSs by using a new and simple methodology is presented. LSs
formation is based on a spectral distribution analysis of the load
current waveform, with the help of which a number of coefficients

is computed. The proposed algorithm depends on simple mathe-
matical equations applied on a limited number of measurement
data and thus it benefits in computational time. The required ini-
tial data for each appliance signature formulation is only one period
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i.e. 20 ms)  of the current waveform, using a sampling frequency of
0.24 kHz. This was just the default sampling frequency of the used
easurement device. The signal is afterwards transformed using

 fast Fourier transform (FFT) and the whole spectrum is accord-
ngly divided to a number of non-overlapping frequency bands.
inally, three special coefficients, namely the Shannon entropy
SE), the Renyi entropy (RE) and the spectral band energy (SBE),
re computed and their values are properly used for each LS
reation. Results indicate that for the individual appliance case
he identification procedure behaves quite efficiently. The pro-
osed technique could therefore be considered suitable not only
or standalone load identification but also for event based load
ecognition.

The paper is organized as follows: in Section 2, essential infor-
ation regarding the collection of the required data for the

xamined loads is given. In Section 3, the proposed technique con-
erning the formulation of the LSs along with the corresponding
dentification algorithm for the examination of the effectiveness
f the formulated signatures is presented. In Section 4, results of
he implemented simulations regarding the identification of each
xamined appliance considered as an individual load are illus-
rated. Section 5 is finally devoted to conclusions.

. Input data

.1. Examined appliances

In the present analysis, representative residential LV appliances
hat are presented in Table 1 are examined. Various function modes
ave been also taken into account for some appliances, so long as
ppliances shown in Table 1 refer to loads having different electrical
haracteristics. All possible electrical behaviors, e.g. purely resis-
ive, combination of resistive/capacitive and resistive/inductive,
nd even harmonic polluting ones, have been therefore exam-
ned in order to evaluate the applicability of the proposed
echnique.

.2. Measurement implementation

Two basic measurement sets have been implemented, in order

o map  the recorded signal to a suitable LS of each appliance. All
ppliances have been measured in laboratory conditions, while
ome of them have been also measured in field conditions. Mea-
urements have been accomplished in different days and times, in

able 1
V appliances investigated.

Appliance Consumed active
power (W)

(1) Air conditioner with inverter 1080
(2)  Air conditioner without inverter 1600
(3)  Coffee machine 1000
(4a) Hair dryer-full start mode 1200
(4b)  Hair dryer-half start mode 760
(5a) Heater-full resistance mode 2000
(5b) Heater-half resistance mode 1000
(5c) Heater-no resistance mode 15
(6)  Home theater 14
(7)  Electric iron 2100
(8)  Laptop-operational mode with battery only 45
(9)  Laptop 70
(10) Refrigerator 140
(11) Washing machine 2400
(12) Halogen lights 90
(13) Led lights 9
(14)  Luminaire 15
ems Research 117 (2014) 163–171

order to examine whether results could possibly had been influ-
ences by the slightly different ambient conditions. Fluke 1760 –
Three Phase Power Quality Recorder, a device fully compliant with
IEC 61000-4-30 Class-A standard, calibrated by Hellenic Institute
of Metrology (EIM) just before the measurements has been used
for all measurements. Results showed that the active power uncer-
tainties were much less than the corresponding divergence of all
appliances. The current waveform of each appliance has been moni-
tored and recorded under a sampling frequency of 10.24 kHz, which
was the default sampling rate of Fluke 1760. Aiming to acquire the
most possible reliable results, measurement of the grid background,
i.e. measurement at the feeding point of the installation by hav-
ing all appliance turned off, has preceded the load measurements.
Finally, results of these two measurement sets were compared in
order to define the incoming grid noise, which for the presented
measurements has been found negligible.

3. Proposed methodology

3.1. Database formulation

Although the combination of several characteristics of a load
is generally expected to increase the robustness of its signature,
in this work the simplicity of the whole identification procedure
has been considered as a priority. Therefore, the needed data for
the development of each LS obtained from only one period of
the current waveform, using the sampling frequency of 10.24 kHz
consisted approximately of 205 instant current values. These values
have been processed by the following procedure:

(1) Initially the group A of n examined appliances is considered,
a = 1, . . .,  n (in this work n = 17 since the different function
modes of some appliances are treated as different appliances).

Let us consider a current waveform f(t) in the time domain
and F(ω) its image in the frequency domain. The numerical
formulation implementing N total points sampling uses a dis-
cretization in the frequency domain with spacing �ω and time
steps of �t  in the time domain, as shown in the next two equa-
tions:

fn = f (n�t), n = 0, 1, . . .,  N − 1 (1)

Fk = F(jk�ω), k = 0, 1, . . .,  N − 1 (2)

The following equations relate the total observation time T,
the total number of the sampling points N and the maximum
corresponding frequency  ̋ with the discretization spacing
in time domain (i.e. �t)  and frequency domain (i.e. �ω)
[17].

�t  = T

N
(3)

�ω  = 2˝

N
(4)

Moreover, the frequency domain image of the measured cur-
rent input signal is separated into several frequency bands i,
where fi1 and fi2 are the minimum and maximum frequency of
the ith band respectively.

Fki = {Fk : k ∈ [fi1, fi2]}

(2) Consider as the input signal a vector of 205 values of the cur-
rent waveform during the steady state for appliance  ̨ [Ia

ti
] with
i = 1, . . .,  205 and t referring to the time domain.
(3) Apply FFT to the input signal, in order to create the current

vector in the frequency domain: [Ia
ti

]
FFT−→[Ia

fi
], with f referring to

the frequency domain.
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Table  2
Seven logarithmically spaced bands.

Band Bj Lower bound lj Upper band uj

1 0 62.5
2  62.5 125
3  125 250
4  250 500
5  500 1000

(

(

(

ing a simple type of label for each appliance. This kind of label,
called the first part of the load signature (be it LS1), is defined
as follows:

[LS1]a = [ SE′a
1 SBE′a

4 ] (10)
6  1000 2000
7  2000 5512

4) Define the number and the bandwidth of the non-overlapping
frequency bands Bs. Seven non-overlapping logarithmically
spaced bands were considered initially. In Table 2 each of these
bands Bj with j = 1, . . .,  7 is shown, along with its corresponding
upper and lower bounds.

Bj = bljuj
with

{
lj = lower bound for j band

uj = upper bound for j band

}

5) Compute three specific coefficients related to the spectral dis-
tribution of the input signal. These coefficients [18] are as
follows:
• Shannon entropy (SE) coefficient. The SE of a signal is a mea-

sure of the spectral distribution of the signal. SE is defined
as:

SEa
j =

uj∑
lj

|Ia
fi| · (log2|Ia

fi|) (5)

• Renyi entropy (RE) coefficient. The RE of a signal is also a mea-
sure of its spectral distribution. RE is defined as:

REa
j = 1

1 − r
· log

⎛
⎝ uj∑

lj

|Ia
fi|r

⎞
⎠ with r = 2 (6)

The value order of 2 regarding the r constant was chosen
due to no further improvement to the identification rate for
higher values (r > 2).

• Spectral band energy (SBE) coefficient. The SBE is the energy in
the frequency bands normalized by the energy of the whole
spectrum. SBE is defined as:

SBEa
j =

∑uj

lj
|Ia

fi
|2∑u7

l1
|Ia

fi
|2

(7)

6) Define the value of the SE coefficient for the first band B1.
Based on a thorough process of the computed values for SE, it

has been observed that its magnitude for the first band could be
either positive or negative. This observation, explained mainly
by the nominal current of the loads, helped to apply a first
heuristic rule in order to group the appliances into two subsets.
Appliances having small rated power were assigned a nega-
tive first band coefficient, while appliances having higher rated
power a positive one. By using this rule, an initial categorization
regarding the rated power of the appliances is being imple-
mented. Thus, the first band B1 takes into account the nominal
load current, transforming this rule to a power based catego-
rization criterion. The implementation of this rule is presented
as follows:
is SEa
1 < 0? →

{
if YES then SE′a

1 = 1

if NO then SE′a
1 = −1

}
(8)
ems Research 117 (2014) 163–171 165

(7) Define whether the magnitude of the value of SBE coefficient
for the fourth band B4 is lower than a predefined threshold T,
which was  considered equal to 0.01.

Based on the coefficient’s values for the fourth band it was
observed that an additional criterion for load categorization
could be developed. Threshold T was determined arbitrary
based on the observed values of the respective coefficient. Dif-
ferent thresholds are expected to result in different appliance
grouping, which in turn affects only the computational time
of the algorithm and not its load identification performance.
The heuristic rules for load categorization could be unlimited,
while the benefit relies on breaking up the solution space in
smaller parts in order to fasten the identification procedure.
The latter means that the algorithm initiates its matching pro-
cedure by targeting in a specific subgroup or subgroups of the
database and thus implementing the load identification in a
shorter time period. This second heuristic rule was developed in
order to improve the discretization of the subsets and increase
their number. The implementation of this rule is presented as
follows:

is SBEa
4 < threshold T? →

{
if YES then SBE′a

4 = 1

if NO then SBE′a
4 = −1

}
(9)

The selection of heuristic rules involves some level of arbi-
trariness; however, these rules do not affect the efficiency of the
proposed identification procedure, since they are just expected
to provide the capability for grouping the appliances in subsets
regardless the number of the loads existing in the database.
Therefore, a version of the proposed algorithm with no heuris-
tics provides the same results but the identification part could
be more time consuming (the latter is expected to be noticed
only for large data bases). A justification regarding the selection
of the specific heuristic rules relies on the following: the value of
the first band of the SE coefficient is quite representative of the
consumed active power of each appliance, since it refers to the
first utilized band containing the fundamental frequency (since
the bandwidth of the first band is 0–62.5 Hz). Moreover, the SBE
coefficient has been chosen due to its mathematical expression;
it provides information for each appliance regarding its har-
monic content. Therefore, this coefficient’s value corresponds
to harmonic content level that exists. Also, the value of SBE
coefficient it was  selected for the fourth band because it could
provide a better grouping criterion, in comparison to the other
six bands. The two heuristic rules constitute categorization cri-
terions regardless the loads examined, since in this work the
database of the utilized appliances is considered as represen-
tative of the loads that the proposed algorithm is designed to
deal with, which are residential LV appliances. However, any
new appliances could be added to the database and would just
be assigned to one of the already created groups by using these
rules.

(8) The two  heuristics rules defined in steps 6 and 7 contribute in
developing an initial format of each LS by the sense of structur-
Based on (10), three subsets GA, GB and GC of the ini-
tial considered group A of appliances are originally formed
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as follows:

⎧⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎨
⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎩

GA withw appliances, w ∈ A if

{
SEa

1 > 0

SBEa
4 < T

}

GB withz appliances, z ∈ A if

{
SEa

1 < 0

SBEa
4 > T

}

GC withv appliances, v ∈ A if

⎛
⎜⎜⎜⎜⎜⎜⎝

{
SEa

1 < 0

SBEa
4 < T

}
or{

SEa
1 < 0

SBEa
4 < T

}

⎞
⎟⎟⎟⎟⎟⎟⎠

⎫⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎬
⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎪⎭

In each of these three subsets, appliances sharing the same
first part of signature LS1 are included. For reasons of simplicity
and convenience a two digit label is assigned to every subset,
i.e. G′

A , G′
B and G′

C , in order to facilitate the assignment of each
appliance to the respective subset it belongs. This constitutes
a transformation of the coefficients’ values to a binary string,
given by⎧⎪⎨
⎪⎩

GA → [G′
A] = [1,  1]

GB → [G′
B] = [−1, −1]

GC → [G′
C] = [1,  −1] or [G′

C] = [−1, 1]

⎫⎪⎬
⎪⎭ (11)

The importance of step #8 relies on the disaggregation of
the appliances of the database into three subsets and it results
to shorten the computational time of the identification proce-
dure. Its benefit consists in targeting directly to specific smaller
subgroup, when aiming to match an unknown appliance (be it
X1) with the respective existing one in the original database.
Such choice could improve significantly the efficiency of the
whole procedure, especially for large scale applications having
numerous loads.

9) Finally, the second and more crucial part of the load signature
(be it LS2˛) is structured as follows:

LS2a =
{

[RE]a
j [dRE]a

k

[SE]a
j [dSE]a

k

}
(12)

The first column of LS2a consists of the coefficients values that
have been defined in step #5 and computed for the respective
bands. The second column concerns the declination vectors for
the corresponding coefficients, when the seven values that have
been computed for the seven sequential bands of Table 2 are
formed in a graph. The selection of a declination vector for each
appliance relies on the formation of an additional fingerprint of
each appliance’s behavior in order to strengthen the signature’s
robustness. In Fig. 1 an example for a coffee machine appliance
regarding its declination fingerprint of the RE coefficient is pre-
sented. The declination vectors are computed by the following
equations:

[dRE]a
k = arctan[REa

j+1 − REa
j ] (13)

[dSE]a
k = arctan[SEa

j+1 − SEa
j ] for

{
j = 1, . . .,  7

k = 1, . . .,  6

}
(14)
All above explained steps of the first part of the algorithm
regarding the LSs formulation are graphically presented in
Fig. 2.
Fig. 1. Graphical form of the RE coefficient values for the coffee machine appliance.

3.2. Identification procedure

In order to examine the effectiveness of the formulated signa-
tures, a simple identification algorithm has been developed. Each
appliance has been examined as an individual load by the following
procedure:

(1) Apply a simple heuristic rule for the so called event detec-
tion. Since only one load is considered each time, the activation
of each appliance could be perceptible whenever the instant
recorded current magnitude exceeds a predefined threshold TH.
In this analysis a threshold equal to 30 mA has been chosen.
The reason regarding the latter relies on the measured back-
ground before the activation of each load; the magnitude of the
recorded instant current varied between 5 and 15 mA. By that
sense, the measurements proved that whenever this thresh-
old was  exceeded an appliance had been turned on. The feature
extraction process is usually triggered after an event is detected.
It is often to utilize a predefined threshold regarding the mea-
sured current variations [19] in order to decide that a load has
been turned on.

(2) For the candidate unknown appliance X1 start storing 205
values during its steady state operation (typical a few cycles
after the load activation) and under a sampling frequency of
10.24 kHz → [It]X1

i for i = 1, . . .,  205.
(3) Apply steps 3–9 of the database formulation, in order to for-

mulate the signature of the unknown appliance. The output of
this procedure is a two  parted signature (as explained in the
previous section), [LS1(X1)] and [LS2(X1)].

(4) Utilize the first part of the signature in order to specify the sub-
set of the database that the unknown appliance X1 could find a
match. A simple mathematical formulation for the implemen-
tation of this step could be provided by Jaccard index (or Jaccard
distance) [20] as follows:

Jı1([LS1], [G′
A]) = |[LS1] ∪ [G′

A]| − |[LS1] ∩ [G′
A]|

|[LS1] ∪ [G′
A]| (15)

Jı2([LS1], [G′
B]) = |[LS1] ∪ [G′

B]| − |[LS1] ∩ [G′
B]|

|[LS1] ∪ [G′
B]| (16)

Jı3([LS1], [G′
C]) = |[LS1] ∪ [G′

C]| − |[LS1] ∩ [G′
C]|

|[LS1] ∪ [G′
C]| (17)

(5) Define Jı with minimum value (i.e. the minimum value among

Eqs. (15)–(17). Then decide that the unknown appliance X1
belongs to group GA, GB or GC accordingly under the acceptance
that the min  Jı indicates the minimum distance of the unknown
appliance X1 from the candidate group.
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Fig. 2. Flowchart of the database configuration.
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Table 3
Results regarding algorithm testing for seven bands.

Appliance 1st analysis level 2nd analysis level
%Successful identification rate

A B C D

Air conditioner with inverter 100 100 100 100
Air  conditioner without inverter 94.44 100 100 100
Coffee machine 88.89 94.44 72.22 100
Hair  dryer-full start mode 100 100 100 100
Hair  dryer-half start mode 100 100 100 100
Heater-full resistance mode 100 100 100 100
Heater-half resistance mode 100 88.89 100 100
Heater-no resistance mode 100 100 100 100
Home theater 100 100 100 100
Electric iron 88.89 100 100 100
Laptop-battery only 100 100 100 100
Laptop 100 100 100 100
Refrigerator 100 100 100 100
Washing machine 100 83.33 77.78 100
Halogen lights 100 100 100 100
Led  lights 100 100 16.67 16.67
Luminaire 100 100 100 100

Table 4
Results regarding algorithm testing for ten bands.

Appliance 1st analysis level 2nd analysis level

%Successful identification rate

A B C D

Air conditioner with inverter 100 100 100 100
Air  conditioner without inverter 100 100 100 100
Coffee machine 100 100 100 100
Hair  dryer-full start mode 100 100 100 100
Hair  dryer-half start mode 100 100 100 100
Heater-full resistance mode 100 100 100 100
Heater-half resistance mode 100 88.89 88.89 100
Heater-no resistance mode 100 100 100 100
Home theater 100 100 100 100
Electric iron 94.44 100 100 100
Laptop-battery only 100 100 100 100
Laptop 100 100 100 100
Refrigerator 100 100 100 100
Washing machine 100 88.89 88.89 100
Halogen lights 100 100 100 100
Led  lights 100 100 61.11 27.78
68 A.S. Bouhouras et al. / Electric Powe

6) Utilize the second part of the signature, in order to match the
unknown appliance with the correct one in the already targeted
subset. Firstly, an individual residue (IR) for the unknown appli-
ance (one IR value for every feature-coefficient in the second
signature part) is defined as follows [21]:

IR1Y =
∑Y=w or z or v, j=7

Y=1,j=1 (SEX1
j − SEY

j )
2

∑j=7
j=1(SEX1

j )
2

(18)

IR2Y =
∑Y=w or z or v, j=7

Y=1,j=1 (REX1
j − REY

j )
2

∑j=7
j=1(REX1

j )
2

(19)

IR3Y =

Y=w or z or v, j=7∑
Y=1,j=1

(
dSEX1

j
− dSEY

j

)2

∑j=7
j=1

(
dSEX1

j

)2
(20)

IR4Y =

∑Y=w or z or v, j=7
Y=1,j=1

(
dREX1

j
− dREY

j

)2

∑j=7
j=1

(
dREX1

j

)2
(21)

In Eqs. (18)–(21), Y is defined as the number of appliances
that belong to groups GA or GB or GC. Since the first part of
the signature, [LS1(X1)], is expected to guideline the matching
procedure, for every IR the number of the computed differ-
ences between the unknown appliance X1 and each one of the
selected group should be equal to Y.

It is obvious that in Eqs. (18)–(21) the IR of each of the four
parts of Eq. (12) of the LS2 is normalized. Afterwards, the four
computed IRs for the four different features are formed in a
unified residue (UR) as follows:

URX1 =
m=4∏
m=1

IRmY (22)

If the [LS1(X1)] part of the signature (under the step 4 of the
identification procedure) indicates the GA group as the correct
subset from which the solution should be examined, then only
the SE coefficient should be used. Based on the selected catego-
rization of the appliances it has been observed that GA subset
includes appliances with intense resistive behavior and thus, SE
coefficient is considered sufficient for the load identification.

7) Finally, the minimum value of the URX1 which is defined as the
least unified residue (LUR) among the computed Y ones indi-
cates the correct matching of the unknown appliance X1 with
the correct one in the referred subset. The utilization of LUR pro-
vides the identification of the appliance by taking into account
all the computed features that constitute the signature simulta-
neously. The benefit is that the decision index is a real number
and thus it will always provide a solution which in most of the
times is expected to be unique and correct.

. Results

.1. Algorithm implementation

In order to examine the effectiveness of both the developed LSs
nd the proposed identification procedure, the algorithm has been
mplemented by using real data from the two performed measure-
ent sets. More specifically, the initial database was formulated
y using as fundamental data one random period of the current
aveform of each load under steady state conditions. Afterwards,

ach appliance was tested as an individual load by the sense of
Luminaire 100 100 100 100

investigating whether each load could be identified for individual
activation.

The identification part of the procedure involved eighteen input
files for each examined appliance. Each of these files consisted of
one random but different period of the current waveform under
steady state conditions and it was treated as the input file of the
candidate unknown appliance that should be identified. So far, each
measurement set has been considered as the only available data
set for the data base configuration and the loads identification. At
a following analysis level, both measurement sets were utilized as
a joined data set under the following clarifications: the first set
was used for the data base formulation, while the second provided
the input files for each appliance. The latter was implemented vice
versa as well.

The results derived are presented in Tables 3 and 4 for the two
analysis levels respectively. In these tables, the examined cases
presented as A, B, C, and D are as follows:
• A: Database formulation and input files from 1st measurement
set
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Table  5
Ten logarithmically spaced bands.

Band Bj Lower bound lj Upper band uj

1 0 62.5
2  62.5 125
3  125 250
4  250 375
5  375 500
6  500 750
7  750 1000
8  1000 2000
9  2000 3800

•

•

•
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B: Database formulation and input files from 2nd measurement
set
C: Database formulation from 1st measurement set and input files
from 2nd measurement set
D: Database formulation from 2nd measurement set and input
files from 1st measurement set

The results describe the successful identification rate for each
ppliance and it is expressed as a % percentage. Based on the
roposed approach for the LSs formulation, i.e. on the spectral dis-
ribution analysis of the current waveform, the most unique and
istinct signatures should be the ones for the harmonic pollut-

ng appliances (e.g. air conditioner, home theater, laptop, halogen
ights and more). The latter is actually confirmed by the results
f Table 3 (i.e. the first two columns with results) especially for
he first analysis level. The same observation stands for the sec-
nd analysis level (i.e. the two last columns of Table 3), for which
he database and the input files come from different measurement
ets.

At a first analysis level, only for a limited number of appliances
he identification rate has not resulted to 100%. These loads con-
ern appliances for which the resistive behavior is dominant and in
ddition some of them also share almost identical nominal values.
y that sense, the identification failures could be considered negli-
ible due to the aforementioned clarifications. In order to increase
he efficiency of the methodology and at the same time not to affect
ts simplicity, the algorithm was tested again for a higher number of
ands. It was assumed that a higher number of bands could increase
he density of the extracted information by the spectral distribution
nalysis and thus enhance the robustness of the signatures. Three
dditional bands are presented in Table 5. As easily observed, two  of
he three additional bands concern spectral bandwidths between

 and 1 kHz since at higher frequency levels the harmonic content
s expected to be negligible.

The results of the algorithm testing for ten bands are presented
n Table 4. It is obvious that the identification rates for the appli-
nces, that were lower than 100% at the seven bands case, are
ow significantly improved. Although there are few appliances
ith identification rate lower than 100%, the algorithm fails only

wice to identify loads with identical behavior and nominal values.
oreover, appliances with different operational modes could be

ecognized given that these operational modes have been properly
apped in the database by respective signatures; this case is shown

n this work for specific appliances. One more important observa-
ion is related to the results at the second analysis level for both
ases, i.e. with seven and ten bands respectively. As presented in
ables 3 and 4, the identification rates seem to be the same regard-

ess the utilized data for the database formulation and the testing
nput files. Only for one appliance, i.e. led lights, the results between
he first and the second analysis level are different. The explanation
elies on the different magnitude of the current waveform for the
ems Research 117 (2014) 163–171 169

two measurement sets. This difference concerns a 33% increase for
the instant current values between the two measurements (0.3 A
the peak value for the first set and 0.4 for the second). Considering
that the peak nominal current value is relatively low (lower than
0.5 A) it is quite difficult to identify the appliance for the case that
the signature and the input files come from so different waveforms.
Comparing the results between the two  test cases it is clear that a
higher number of bands contributed in increasing the efficiency of
the algorithm. Therefore, the choice of formulating the LSs under a
higher number of bands has resulted in more sufficient signatures.
It is still under investigation whether an even higher number of
bands or different bandwidths of the selected bands could result in
more robust and distinct LSs.

As observed in Tables 3 and 4, the proposed algorithm pro-
vides good results for the cases where the examined loads do
not embed purely resistive behavior. The latter is rational since
in this work the proposed coefficients are used in order to extract
the maximum possible information about the harmonic content
of each respective current waveform. By that sense, for appli-
ances with quasi sinusoidal current waveforms the algorithm is
expected to perform well. On the other hand, for appliances with
purely resistive behavior, their nominal current taken into account
in the first utilized band in SE coefficient, is expected to consti-
tute the crucial criterion for the identification. Also, the proposed
algorithm is proved to be very efficient by having an identifica-
tion rate equal to 100% for the cases where the examined loads do
not embed purely resistive behavior. This was expected, since the
proposed coefficients are used in order to extract the maximum
possible information about the harmonic content of the corre-
sponding current waveform. By that sense, for appliances having
quasi sinusoidal current waveforms the algorithm is assumed to
perform well. On the other hand, for appliances having purely resis-
tive behavior, their nominal current (in proportion to their nominal
active power) is taken into account in the first used band in SE
coefficient and is assumed to constitute the crucial criterion for the
identification.

The basic advantage of the proposed methodology relies on its
simplicity due the limited needed data for the signatures’ formula-
tion and the convenience regarding the pattern recognition. In [22]
the authors propose a NILM approach that relies on feature extrac-
tion by the current and voltage waveforms under the steady state. In
this paper seven typical residential appliances are examined, while
their LSs are formed based on the active and reactive power that
has been measured for each load individually. Although a disag-
gregation scenario is presented, it should be noted that it actually
constitutes an event detection approach. The identification perfor-
mance is high (i.e. 100%) but no loads with identical active and
reactive nominal values have been considered. The benefit of the
proposed methodology relies on the exhaustive utilization of the
harmonic content of each load under a simple and robust formation
that could provide higher efficiency when referring to more loads
with similar nominal values but different electrical characteristics.
Moreover, in [23] an approach using current harmonic signatures
is presented. The disadvantage of this method relies on utilization
of one Artificial Neural Network ANN for each appliance, which
presumes training and appropriate preprocess of the initial data
(not all harmonic signatures utilized because in such case the solu-
tion would not be generalized). The algorithm in this paper does
not require any training since the signatures are developed only
one time provided that there are available 205 instant current val-
ues under the steady state. Moreover, only seven appliances are
examined and the performance rates are lower than the ones in

this analysis. In [24] an analysis close to the present one is pro-
posed. The sampling frequency is almost equal to the one in this
paper (10 kHz) and the current waveforms are grouped by the ratio
of their fundamental component to the RMS  total after a FFT. The
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[24] J.S.K. Leung, K.S.H. Ng, J.W.M. Cheng, Identifying appliances using load sig-
70 A.S. Bouhouras et al. / Electric Powe

ethodology relies on the utilization of a genetic algorithm (GA)
hat performs efficiently (100%) for non-sinusoidal current wave-
orms. This methodology lacks in the information extracted by the
FT in the current waveform in comparison to the three coefficients
roposed in this paper. Furthermore, the GA is more complex than
he matching procedure with the UR in this work. Two additional
pproaches that use ANNs for their NILM algorithm are presented
n [25,19]. In [25] the sampling frequency is 6 kHz and the disag-
regation model concerns three case studies with up to five loads
perating simultaneously. The utilization of ANN with Gas con-
titutes this methodology [25] more complex regarding both the
evelopment of the algorithm and the training face of the ANNs.

n [19], only three loads are examined and despite the utilization
f a GA, the identification rates for the energizing case study of
he loads is lower than 95%. Furthermore in [26], an evolution of
23] is presented. The authors have increased the sampling from

 kHz to 20 kHz for a disaggregation case study. The new proposed
lgorithm could achieve 86.5% device recognition accuracy and the
nly used attribute is the real power. Although the authors uti-
ize a sampling frequency two times larger than the one in this
aper the identification rate is below 90%. In a recent published
esearch [27], load signatures are formulated in a three dimensional
pace under the steady state. The results prove that the algorithm
s efficient enough but the sampling frequency is relatively low.
herefore, in some cases of appliances having almost equal nomi-
al power characteristics, the signatures are not robust enough to
rovide load identification. Moreover, in this work only one fea-
ure (i.e. instantaneous current) is used for the development of the
oad signatures and this is expected to make the proposed algo-
ithm more simple and time efficient for large scale applications.
n [28], the authors also utilize three features of each appliance,
ctive and reactive power and total harmonic distortion (THD), but
or the computation of the THD they utilize the harmonic orders up
o the ninth which means that for some appliances there could be

 lack of information regarding their harmonic content and in turn
heir signatures would not be as distinct as they could be. Finally
n [29] a different approach for a NILM approach with EMF  sensors
s presented. The method is expected to enhance the efficiency of
he NILM platform but the requirement of additional sensors close
o the appliances mean that this technique is more complex and
ardware demanding in comparison with the one proposed in this
ork.

. Conclusion

In this paper, a novel and simple methodology for the develop-
ent of sufficient load signatures and for the improvement of NILM

lgorithms efficiency is presented. It is generally accepted that the
ore unique the signature of a load the more easy to identify its

perational status. Furthermore, the efficiency of NILM algorithms
elies on both the signatures length, i.e. the size of the data base, and
n the complexity of the recognition mechanism. In the analysis
resented in this paper, an approach considered to deal with both
bove issues is presented. Load signatures formulation is based on a
pectral distribution analysis of each load current waveform. Three
pecial coefficients are computed for a predefined number of spec-
ral bands and each load signature is formed using two distinct
arts. The first part classifies the initial set of the examined appli-
nces into three sub sets, using two heuristic rules. The second part
s structured under special coefficient values and constitutes the
undamental tool for each appliance identification.

The results indicate that the proposed methodology provides

uccessful load signatures for individual load activation. Moreover,
he analysis showed that the efficiency of the recognition procedure
ould be improved when the number of the predefined bands is
ncreased. Finally, the methodology has proved to work efficiently

[

ems Research 117 (2014) 163–171

even when the data base and the testing input files come from dif-
ferent measurement sets. Conclusively, the paper proposes a novel
technique for the configuration of unique load signatures which is
expected to enhance the performance of NILM signatures.
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